
READ THESE INSTRUCTIONS CAREFULLY BEFORE INSTALLING THIS FIXTURE.

CAUTION: POWER MUST BE DISCONNECTED BEFORE  ACCESSING THE FIXTURE.
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BY TIGHTENING THE 3x SETSCREWS, A DOWNWARD PRESSURE IS APPLIED THRU THE BALLAST/DRIVER TRAY CORE AND WILL SECURE THE BALLAST TRAY  AND THE TUBE IN PLACE.
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AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
MAKE SURE THAT THE SETSCREWS   ARE LOOSEN SO THAT THEY CLEAR THE BALLAST/DRIVER TRAY PENETRATION. INSTALL THE BALLAST/DRIVER TRAY TO THE FIXTURE.
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MAKE SURE THAT THE GROUND IS CONNECTED TO THE GROUND LUG AT THE BASE OF THE POLE.
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