
Configuration note:

All sensing and wireless grouping parameters can be set with remote control but number of options
per parameter is less.

Parameters changed with remote control overrule the dip-switch or rotary dial setting for the same

parameter. After a power-cycle the changes made with remote control remain.

All parameters set by remote control will be overruled by the corresponding dip switch or rotary dial

setting when any dip-switch or rotary dial parameter is changed!

WT120Z G3

CoreLine waterproof

Works only with Coreline waterproof WT120C G3 PSR MDUPHW series, for detailed information refer to the datasheet

Battery not included, battery to use AAA battery(2pcs)
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